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Test item description ....................... : Controller & Receptacle 

Trade Mark ........................................ : 

 

Manufacturer .................................... : Tyco Electronics Corp 

2901 Fulling Mill Rd 

Middletown, PA 17057-3170 USA 

Model/Type reference ...................... : Photo Control Receptacle: X-2213362-X, X-2213627-X, X-2213628-X, X-
2213870-X, X-2376865-X 

Photo Control Base: X-2213730-X, 2213871-1, 1-2213871-1, 2213871-2, 
1-2213871-2, X-2336396-1, X-2336396-2, X-2359482-X 

Shorting Cap: X-2328118-1, X-2328118-3, X-2361116-X, X-2361116-2 

Plastic Cover: X-2213748-X, X-2306128-X, X-2306129-X, X- 2359615-X, 
X-2306130-X & X-2315539-X  

Sleeve: X-2306132-X, X-2306133-X, X-2213805-X, X-2213996-X 

X is a suffix/prefix for aesthetic differences that does not affect ratings or 
attributes shown in TABLE: characteristic features 

Ratings .............................................. : For X-2213362-X, X-2213627-X, X-2213628-X,  X-2213730-X, 2213871-

1, 1-2213871-1, 2213871-2, 1-2213871-2 & X-2336396-1,  

X-2336396-2, X-2213870-X, X-2359482-X, X-2376865-X:  

[Power Contacts: 150/240/300/480VAC, 50/60Hz, 15/7.5/6/3.75 A]  

[Signal Contacts: 30VDC, 1.5A] 

 

For X-2328118-1, X-2361116-X: [Power Contacts: 
150/240/300/480VAC, 50/60Hz, 15/7.5/6/3.75 A]  

 

For X-2213748-X, X-2306128-X, X-2306129-X, X-2306130-X, X-
2306132-X, X-2306133-X, X-2213805-X, X-2315539-X, X-2213996-X, X-
2328118-3, X- 2359615-X, X-2361116-2: N/A (Plastic cover/Sleeve) 

 

Responsible Testing Laboratory (as applicable), testing procedure and testing location(s): 

 CB Testing Laboratory: UL Northbrook  

Testing location/ address ............................ : 333 Pfingsten Rd 

Northbrook, IL 60062 USA 

Tested by (name, function, 
signature) ....................................................... : 

Zainab Osman 

Project 
Handler  
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Approved by (name, function, 
signature) ....................................................... : 

John Tsavalos 

Reviewer 
 

 

 Testing procedure: CTF 
Stage 1: 

 

Testing location/ address ............................ :  
 

Tested by (name, function, 
signature) ....................................................... : 

  

Approved by (name, function, 
signature) ....................................................... : 

  

 

 Testing procedure: CTF 
Stage 2: 

 

Testing location/ address ............................ :  
 

Tested by (name + signature) ...................... :   

Witnessed by (name, function, 
signature) ....................................................... : 

  

Approved by (name, function, 
signature) ....................................................... : 

  

 

 Testing procedure: CTF 
Stage 3: 

 

 Testing procedure: CTF 
Stage 4: 

 

Testing location/ address ............................ :  
 

Tested by (name, function, 
signature) ....................................................... : 

  

Witnessed by (name, function, 
signature) ....................................................... : 

  

Approved by (name, function, 
signature) ....................................................... : 

  

Supervised by (name, function, 
signature) ....................................................... : 

  

 


