
- Position the cable mounted on the end cap between the jaws according to sketch A. 
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SIMEL product                                           

Installation instructions   CAPTIVE END CAP TYPE1 

- Fully insert the cable into the end cap by passing through the rigid arch. 
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- Hand tight the shear head until jaws grip the       
cable, finish tigthening with a 13mm socket 
wrench until shear head breaks. The end cap is 
now captive. 

 
La responsabilité de Tyco Electronics SIMEL ne peut-être engagée si ces instructions de montage ne sont pas respectées 

Tyco Electronics SIMEL can not be held responsible if these assembly instructions are not respected 
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